(@fffimlicn cf @mmcif @i-zwi-{z: 89 / 336/ 666 - g@]l@ @E'L%ﬁ.ﬁe)
Standards to which Conformity is Declared:
EN 60204-1:1998

H()Pﬁ'mnf: Accurate Gas Confrol Jjﬂ’.erm, Ine
Address: 2825 South Rodeo Gulel Road 21
d’oziuef CA 95073
USA
Tel +1(831) 462-0500
Fax: +1(831) 462-0507

Eq:rfpmgnf/ Model Tested- 2 Channel Confroller
AT-NEALC22

Tested B 3y HCE nginezring Services, Ine.
9959 Calaveras Road, PO Box 543
Sunof, California 94586-0543
Tel: +1(925) 862-2944 Fax: +1(925) 862-9013
Enail: iteemeBiteeme.com

f:ff[).-//www. ifeeme.com

Test Datels): ﬂ'f)rif 25 fﬁm:{gﬁ .ﬂf)r'ﬁ/ 29, 2005
Refmn‘ Numiber: 20050507-01-E602

I, the undersigned hereby declare that the model(s) listed above
was tested and conforms to the Directives and Standards listed above.

o /7, {/_-, sp(/{/fil Date Maq:ﬁl.m

Mr.Michael Gbadebo, PE
(Califomia License # 11303)
Chief Engineer/Principa] Consultant

Cerfifiec =

NVLAP Aceredited (cod=200172-0)
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